
Preliminary Water Usage Table - Hillsboro DC
Assumptions # of Buildings

Water Cooled/Air Cooled 12
Peak Day Avg Day Peak Day Avg Day

Water Cooled 300,000      80,000       160,000     40,000                 
Air Cooled 130,000      40,000       4,000          4,000                   

# of days in Year 365

(Water Cooled)
Peak Day Avg. Day Annual Consumption
gal/day gal/day gal/year

Potable Water Demand 3,600,000 960,000 350,400,000
Total Sewer Contribution 1,920,000 480,000 175,200,000

(Air Cooled)
Peak Day Avg. Day Annual Consumption
gal/day gal/day gal/year

Potable Water Demand 1,560,000 480,000 175,200,000
Total Sewer Contribution 48,000 48,000 17,520,000

Cumulative Total (12 Buildings)

NOTE:  This analysis Highlights Estimated Peak Daily Flows 
(Average Daily & Annual Consumption data also added for informational purposes / Cities to determine 
Volumetrics)
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